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Q: The performance period does not seem to congideurement time for the Lochinvar boilers.
A: Completion date is extended until December2i4,2. Period of Performance remains 14 calendar
days.

Q: Are there any constraints on boiler down-tinde; they feed terminal reheat or have any type of
summer load on them? If so how does the governprefier to handle it.

A: Boilers provide hot water for the terminal reheails, miscellaneous fan coil units, as well as
hydronic radiators located along the perimetehefliuilding. One boiler can serve majority of the
building heating load during mild winter conditionk is recommended that the current off-line éobe
replaced first.

Q: The SOW, Para A-5 says " the contractor shallide all temporary services required for
construction." What types of temporary servicevaegalking about?

A: Only required if unable to replace the off-lineiler first and if work was to be done during veint
months. See note for #2 above.

Q: C-2-F says the boilers must be "compatible wkisting HW system." Is there anything specifie t
engineer has in mind? How does the governmemel&fiompatible” in relation to the system (water
quality, equipment, engineering)?

A: See note for #2 above. Must be compatible existing equipment noted in #2.

Q: Is there a BAS that monitors boiler control get If so has the government identified any cdsitro
compatibility issues?

A: The BAS will be updated by the government to kvout compatibility issues with new boilers if any
arise.

Q: The controls for this project are to be modifipent the scope in Part | — Section C 1.1.C Control

System 3. The only modification, other than re@mtimg the new boiler, may be the addition of the
boiler circulation pumps.

Can you provide a sequence of operation to incladdoiler circulation pumps that are new to this

project?

A: The sequence will be determined upon NTP anetprstruction meeting.

Q: Is there an existing building control contradtwat will be required for this project?
A:The government will be responsible for working caordination details with the local BAS vendor ,
Integrated Control System, Inc.

Q: It appears that the new flue for the new boigitsneed to be an AL29C double wall stainless
application. From our site visit the current flbat serves the two boilers and additional equiprsean
insulated CS breeching system. This means thatilveeed to individually vent the new boilers withe
double wall stainless and bring in new CA. Thidifferent from what the documents state (scope of
work page 6) saying that we should tie into thestaxg flues. Please verify if we are to run out
individually.

A: Yes, please run out individually.



